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WATER

December 9, 2015

US EPA Region 10

Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133

Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT-NOVEMBER, 2015- ELWHA WATER
TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha Water Treatment Plant (Port

Angeles, WA) for the month of November, 2015. The report is submitted by Veolia Water North America

(VWNA) Operating Services on behalf of the US Department of Interior, Bureau of Reclamation. A copy

of the report has been submitted to the Washington DOE.

For the month of November, the Elwha Water Treatment Facility was operated on an intermittent basis.

Please contact me if there are any questions or comments regarding the monthly report.

Michael S Greene
EWF _Veolia Project Manager

CC: Tracy Gilchrist, NPS
Sephora Harman, VNA

Enclosures: DMR. EPA Form 3320-1 (4 pages)
Data Sheet for Turbidity > 50 NTU




NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES) Form Approved
DISCHARGE MONITORING REPORT (DMR) e OMB No.2040-0004

b=

PERMITTEE NAME/ADDRESS WA-0026662 001 A "
F . . inor (SUBR SW) F-| Finql
NAME: US Department of Interior Bureau of Reclamation PERMIT NUMBER DISCHARGE NUMBER Sliurry Discharge Effluent )
ADDRESS: 826 E FRONT STREET, SUITE A Sedimentation Plant . | 4
PORT ANGELES, WA, 98362-3613 (non-wastewater) [
FACILITY:  ELWHA WATER TREATMENT PLANT MONITORING PERIOD ?. = ~
LOCATION:  Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W From| Year | Mo | Day . Year | Mo | Day F2EmOE 0F 0° e @
ATTN: DAVID F ADKINS, USBR CIVIL ENG 2015 | 11| 1 2 2015 | 11| 3
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION No.Ex |FREQUENCY OF | sampLE
Average Monthly | Maximum Daily | UNITS | Minimum | Average Monthly | Maximum Daily | UNITS ANREYI TYPE
Samph L] . P
Water Temperature Measurement e . Deg. C i Dally Grab
Effluent 00010 10 ; = 5 3 = X " e
Permit Requirement s — ko MON AVE DAILY MAX S 5MWeek Grah
Sample — prr—. e
Water Temperature Measurement 63 a3 Deg. C 0 Dally Grab
Influent 0001070 : = B = ; e T , . —
Permit Requirement Sibked S Loy MON AVE DAILY MAX e B/Week Grab
sumph . Eaaio g Rl R
Flow Rate Measurement 8 2.1 0 Continous | Recording
Effluent 00056 1 0 Permit Requirement MON AVE DAILY MAX CFS yranan e e Lo Continous Recording
Flow Rate Mbasiteniant 33.2 52.2 - S 0 Continous Recording
NI Permit Requirement MON AVE DAILY MAX CFS b i i i Continous Recording
Samplo T Py Pl
Turbidity Bicasursient 835.4 5428.0 | g 0 Continuous recording
Influent 000707 0 FermERRGUSHENE| T SRS e ! e | WONAVE | DALYMAX | e I Recording
Total Suspended Solids Sample el s Dai 24-Hr
Daily Average Influent Turbidity > 50 NTU Measurement 98,8t b bt T . y Composite
influent 00150 P 0 PSR E ety = s by ] . mah. k= = 24-Hr
Sae Commants Below Parmit Requirement MON AVE DAILY MAX W MON AVE DAILY MAX . ly Composite
Dissolved Oxygen Measurement e 145 — ¢ Dally Grab
Influent 0030070 - 3 W Erae = -
Permit Reguirement - et MON AVE DAILY MAX iy 1iMonth Grab
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER T eertify under penaity of Taw (et this dociument snd ol atiachenents were prepared wnder my disectis TELEPHONE DATE
o supervision in uecordance with a sysim designed o assure that qualified personned properly gather)
Mike Greens, Veolla EWF Project Manager N 7’ 503 582-9655 | 2015 | 12 9
Wﬁl} OR PRWED submined is, w0 th best of my kiowledge mmd beliel, e, accirme, und comnplets, | am aware thot
there: are sgaificunt penellies for sohmitting filse information, including the possibility of fincund | SIGNATURE OF PR[NC“’M. EXECUTIVE OFFICER OR
S immprisoement for knuwing vislations AUTHORIZED AGENT Area Code Number Year | Mo Day
COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here) 0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50
Discharges occurred intermittently for brief periods on 13 days of the month [L1S H’l J, ! g

|EPA Form 33201 (Rav.01108) Previous editions may be used, Page 1 of 4




MATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

Form Approved

ONE Mo. 2040-0004

WA-0026662 *001 A
PERMITTEE NAME/ADDRESS PERMIT NUMBER DISCHARGE NUMBER
[NAME: US Department of Interior Bureau of Reclamation |
ADDRESS: 826 E FRONT STREET, SUITE A MONITORING PERIOD ] |
PORT ANGELES, WA. 98362-3613 Sedimentation Plani' —— -
FACILITY: ELWHA WATER TREATMENT PLANT From| Year | Mo | Day To Year | Mo | Day (non-wastewater) - - =«
LOCATION:  Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W 2016 | 11| 1 2016 | 11 | 31
ATTN: DAVID F ADKINS, USBR CIVIL ENG
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO.EX |FREQUENCY OF| SAMPLE
Average Monthly | Maximum Daily UNITS | Minimum | Average Monthly Maximum Daily UNITS ANALYSIS TYPE
BOD, 5-Day Moastitinant 0.0 0.0 i 0 onth Comp
Effluent 00310 10 1
o Permit Requirement - e e MON AVE DAILY MAX e UMonth | “_'.'""
Sample b proaney ik
- Massutament o 73 7.8 i o Daily Grab
Effiuent 00400 10 ; .
uen Permit Requirement e - roraes 65-85 8.5 e sWeek Grab
Sample TR laas ¢
PH Measurement ey 7.6 7.8 < 0 Daily Grab
Influent 004007 0 S
Parmit Requirement e -~ b MON AVE DAILY MAX gk S5Week Grab
s.m . Rt Ll
Total Alkalinity (As CAC03) H,,,u,f:mm pm 328 40.0 mgiLas | © Daily Comp
Rt e Permit Requirament e e e MON AVE DAILY MAX Cor T IMontn | 24-Hr Comp.
Total Solids Suspended Sample 187,929 1,585,708 e 5,638 17,160 0 Daily 24-Hr Comp
___ Effiuent 0053000 I kit e
Daily Average Influent Turbidity > 50 NTU 4. Hr
R Permit Requirement | 9,028,798 65855801 | LbDay | e MON AVE DAILY MAX Awn Daily cfﬂfm“:w
Total Suspended Solids Sample -
Effluent 00530 P 0 Measurement NA NA e NA NA 0 Daily Comp
Daily Average Influent Turbidity < 50 NTU #ICFS
See Comments Below River mglL .
Permit Requirement MON AVE 22 ! MON AVE DAILY MAX okt Daily e i
NAMEI/TITLE PRINCIPAL EXECUTIVE OFFICER Vit under pealty of Law thut this document s all aitachments were propared der my direction 2 e & TELEPHONE DATE
or supervision in secordance wilh & sysicm designed to assure that qualified personme] properly gather] =
Mike Graene, Veolla EWF Project Manager e e it Tosel o el e e s rcang | A 503 582-9655 | 2016 | 12 9
the system, or those personts directly responsible fir gathening the informaton, the information
suhimitted is, 10 the beat of my knowbedge end behief, troe, seourste, md complete. 1 un owars that ST OF PRNCIEAL SRR T SRR o
{here are significent penaltics for subomilting Mnise § mehuding the possibility of foe wmd
TYPED OR PRINTED e e b i " AUTHORIZED AGENT AREA Code| NUMBER Year Mo Day
Mike Greone
COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here) 0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50
EPA Form 3320-1 (Rev.01/06) Previous editions may be used. Page 2 of 4




NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

WA-0026662 *001 A
PERMITTEE NAME/ADDRESS PERMIT NUMBER DISCHARGE NUMBER]
NAME: US Department of Interior Bureau of Reclamation _ nEe 1 49
ADDRESS: 826 E FRONT STREET, SUITE A Sedimentation Plant =~ 5
PORT ANGELES, WA. 98362-3613 NGRS RERIGE (non-wastewater) |
FACILITY: ELWHA WATER TREATMENT PLANT From| Year | Mo | Day To Year | Mo | Day
LOCATION:  Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W 2016 | 11| 1 2016 | 11 | 31
ATTN: DAVID F ADKINS, USBR CIVIL ENG
REQUENCY OF | SAWIPLE
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO.EX | Lysis TYPE
Total Suspended Solids Sample NA NA prn NA NA 0 Daily Comp
Influent 005307 0 Measurement LbICFS mgil
Daily Average Influent Turbidity <50 NTU River : : 24-Hr
See Comments Below Permit Requirement MON AVE Report aysee MON AVE DAILY MAX .. Daily Ganptele
Sample .
L] Lai il 1 X 1 m
Settleable Solids Measurement " 65.0 66.0 o 0 Mon Comp
BiNGsee 08B 10 Permit Requirement e eeers e MON AVE DAILY MAX o 1IMonth . MI
Sample ohraen . e 4 4 0 1/Month Comp
Settleable Solids Measurement Sl
Influent 00545 7 0 o . . 24-Hr
Permit Requirement ma—— S el MON AVE DAILY MAX Saaaciad 1Month c i
Sample
755.0 766.0 e 1" 1" 0 1/Month Com
Aluminum, Total (As AL} Measurement v
Effluent 011051 0 . ey L s
Permit Reguirement MON AVE DAILY MAX weseen MON AVE DAILY MAX i 1/Morith oAt
Sample roses /Month
Aluminum, Total (As AL) Measurement 651.4 651.4 0.1 8.1 0 1 Comp
nfluent 01108 7 0 —_—— . e e DY e malL . ———— _W
Permit Requirement MON AVE DAILY MAX e MON AVE DAILY MAX et i 1/Month Comockhe
Sample [r— awnenr bhuah Month
Fecal Coliform Measurement » 1 g " G
i Permit Requirement i s - MON AVE DAILY MAX #/100 ML | Hisex 10/ Month Grab
Sunph e wivene worass 29 49 0 10/ Month Grab
Fecal Coliform Measurement
Kot 21620 799 Permit Requirement i avvene euses MON AVE DAILY MAX | #100 mL| *+2ee* 10/ Month Grab
T cerly under penalty his doctaneart nd o] auuchon od under ay diree ; DATE
e R OF Spervision in mil:: m & Sysiem dc:ila»iwm ;:thqr:';gxmwd F:v:d\‘ um_ﬁﬁ*ﬁ TELEPHONE TE
dl evalut it ibrmittied d cnmy miguiry of b or persons who menage = A
Mike Greene, Veolia EWF Project Manager i S_!m.": e r\:‘;;lhlc ﬁ.‘! m:‘;m“&"‘j;'::mln i w:mn.;! - 503 582-9655 20156 12 9
sibmried ia, w the best n!’_rn}' .lmmLIa\!.im ek I:uzllfﬁ'. i, poarnle, I!li qui\::m[.:a'n mware thal
el e v oo s+ | SIGNATURE OF PRINCIPAL EXECUTIVE OFFICEROR | AREA Code| NUMBER | Year | Mo | Day
Mike Greene
COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here) 0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3320-1 (Rev.01/06) Previous editions may be used,

Page 3 of 4




NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

Foffrapproved

oy IS
DISCHARGE MONITORING REPORT (DMR) onlp pae:;o.mmm
WA-0026662 "001 A | ~
PERMITTEE NAME/ADORESS PERMIT NUMBER DISCHARGE NUMBE : :‘l?h A
[NAME: US Department of Interior Bureau of Reclamation :
|
ADDRESS: 826 E FRONT STREET, SUITE A Sedimentation Plant-
A MONITORING PERIOD i
PORT ANGELES, WA. 98362-3613 ONTTORING PERIO (non-wastewater)
FACILITY:  ELWHA WATER TREATMENT PLANT From| Year | Mo [ Day - Year | Mo | Day
LOCATION:  Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W 2016 | 11| 1 2016 | 11 | 31
ATTN: DAVID F ADKINS, USBR CIVIL ENG
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION FREQUENCY OF | SAMPLE
NO-BX ANALYSIS TYPE
Average Monthly | Maximum Daily UNITS | Minimum Average Monthly Maximum Daily UNITS
Sample —— o —
Total Dissolved Solids Measurement 450 i mgll - Wonkh Comp
Effluent 70285100 =TV : 2 : ; 24-0r |
o Parimit Requirement rvse s s MON AVE DAILY MAX s i T I
Sample T oo reee 1/Month (o]
Total Dissolved Solids Measurement w0 0 . . ° e
Influent 70285 7 0 : . s mg/ 2aHr
e ] o
Permit Reguirement ———" MON AVE DAIL I 1/Month e ®
NAMETITLE PRINCIPAL EXECUTIVE OFFICER e TELEPHONE DATE
Mike Greene, Veolia EWF Project Manager it s it e e | R s ~ 503 5829666 | 2016 | 12 | 9
subumitted ix, b the best of my knowledge and beliel, true, sourale, snd complete, 1 um swire it 4
thera are wignificant penaltics for submintmg filse mi o, nchiding t poaniility of fme amd
BERRREY et B oy R SIGNATURE OF PRINCIPA EXECUTVE OFFICER OR | AREA Code| NUMBER | Year | Mo | Day
Mike Greene

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

EPA Form 3320-1 (Rev.01/08) Previous editions may be used,

Page 4 of 4




ELWHA_November- 2015 - WA-002666-2

INFLUENT TURBIDITY ABOVE 50 NTU

Influent Turbidity - | £\ o0 bk influent  Cale [nomm._at wulyamml River Tssn-mu-ntl TSS Influent Eﬁzfmmmm Mass NTE
Day 13 - - 3078 Flow - 1 Mass_Calc 5002 Mass_Calc Limit_calc
NTU WGD CFS MGD iﬁ CFS m LbsiDay mgl | UbsiDay Ibs/day
11/1/2015 891 26.02 40.26 11.0 17.08 1740.0 692.0 150,157 2046.0 188,383 719,948
11/2/2015 NA NA NA NA NA 1330.0 NA NA NA NA NA
11/3/2015 NA NA NA NA NA 960.0 NA NA NA NA NA
11/4/2015 NA NA NA NA NA 1080.0 NA NA NA NA NA
11/6/2015 NA NA NA NA NA 1010.0 NA NA NA NA NA
11/6/2015 NA NA NA NA NA 962.0 NA NA NA NA NA
111712015 NA NA NA NA NA 1880.0 NA NA NA NA NA
11/812015 255 8.58 13.28 8.2 12.73 1690.0 4120 29,492 982.0 67,403 406,946
11/9/2015 NA NA NA NA NA 1330.0 NA NA NA NA NA
11/10/2015 NA NA NA NA NA 1190.0 NA NA NA NA NA
11/11/2015 NA NA NA NA NA 1270.0 NA NA NA NA NA
11/12/2015 60.6 4.84 7.50 06 0.97 1500.0 NA NA NA NA NA
11/13/2015 3750 14.89 23.03 20 3.14 10800.0 | 37620 467,049 138120 | 233,840 22,009,703
11/14/2015 1933 23.77 36.77 8.2 12.75 5000.0 1792.0 355,175 7756.0 533,005 4,973,204
11/15/2015 974 23.97 37.09 9.7 15.04 3270.0 974.0 194,696 2872.0 232,818 1,806,319
11/16/2015 691 26.60 41.16 9.4 14,61 2750.0 908.0 201,457 2552.0 200,918 1,426,632
11/117/2015 1820 26.35 40.78 11.1 17.14 15400.0 | 7824.0 1,719,590 17160.0 | 1,585,708 65,855,801
11/18/2015 5428 33.75 52.22 14.7 22.76 6300.0 | 3644.0 1,025,604 8100.0 993,719 12,886,247
11/19/2015 2191 30.11 46.59 14.7 22,70 3400.0 1554.0 390,211 3360.0 411,089 3,061,266
11/20/2015 1510 33.54 51.90 15.6 24.06 2900.0 1046.0 292,591 2118.0 274,677 1,786,527
11/21/2015 728 22.83 35.33 35 5.38 2690.0 886.0 168,696 7048.0 204,556 1,315,152
11/22/2015 647 21.54 33.33 28 4.26 2370.0 765.0 137,434 5040.0 115,592 998,253
11/23/2015 NA NA NA NA NA 2120.0 NA NA NA NA NA
11/24/2015 NA NA NA NA NA 1940.0 NA NA NA NA NA
11/25/2015 NA NA NA NA NA 1710.0 NA NA NA NA NA
11/26/2015 NA NA NA NA NA 1580.0 NA NA NA NA NA
11/27/2015 NA NA NA NA NA 1480.0 NA NA NA NA NA
11/28/2015 NA NA NA NA NA 1410.0 NA NA NA NA NA
11/29/2015 NA NA NA NA NA 1350.0 NA NA NA NA NA
11/30/2015 258 3.43 5.31 0.4 0.57 1300.0 182.0 5,211 444.5 1,372 128,379
DAILY MAX 5,428.0 337 52.2 15.6 24.1 15,400.0 | 7,824.0 1,719,590.2 17,160.0 | 1,585,707.6 65,855,800.8
AVERAGE 1,509.8 21.4 33.2 12.4 2,790.7 | 1,880.1 395,181.7 5,637.7 | 387,920.1 9,028,798.1
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